
  

EXCELDirect 
DIRECT VENT VENTING SYSTEM 

INSTALLATION AND MAINTENANCE INSTRUCTIONS 
 
The EXCELDirect is a certified venting system designed to be used only with certified direct vent gas fired appliances.  
 
The direct vent gas appliance must be certified for use with the ICC EXCELDirect venting system. Refer to the 
Manufacturer's labeling and Instruction manual to confirm that the EXCELDirect is listed for use with appliance model you 
have selected. 
ARNING 

WARNING 
• The installation must conform with local codes or, in the absence of local codes, with the following code in 

force: 
  - National Fuel Gas Code, ANSI Z223.1 (USA) or, 
   - Natural Gas and Propane Installation Code, CAN/CSA B149.1 (Canada). 
• A major cause of vent related fires is failure to maintain required clearances (air space) to combustible 

materials. The venting configurations and clearances requirements are indicated in the Direct Vent gas 
appliance instructions manual. It is of utmost importance that this venting system be installed only in 
accordance with these instructions. Do not fill the air space with insulating material. 

• A direct vent appliance must be connected to a single venting system. Multiple venting is not allowed. 
• Specific requirements for horizontal installation, such as minimum clearances to balcony, window, door, soffit, 

etc. are detailed in this manual. 
• Contact local building or fire officials about restrictions and installation inspection in your area. 

S 
Do not begin installing the ICC EXCELDirect venting system until you have carefully read the appliance and vent system 
installation instructions.  
 
Use only ICC model EXCELDirect components. Failure to do so will void the certification and warranty of the product. 
 
Keep these installation and operating instructions in a safe location for future reference. 
 

EXCELDirect has been tested and listed to the following: 
 
. UL 2112 standard by Underwriters Laboratories inc. (Listing #MH300439) 
 
. ANSI Z21 / CSA for Direct vent gas appliances and UL 2112 Standards by INTERTEK.  
  (Listing # 5965) 
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EXCELDirect TECHNICAL SPECIFICATIONS 
Materials 

Exterior Casing: .019" Galvalume Steel or .022" Satin Coated (painted black) 
Interior Flue: .016" Type 430 Stainless Steel 
Gasket: Fiberglass on the inner pipe 
Inner pipe diameter 4" 5" 
Outside Diameter 6 1/2" 8" 
Weight/Foot (lb/ft.) 1.75 2.10 

Rough Opening Required 
Supports (TM-CS) 8 3/4" x 8 3/4" 10" x 10" 
Supports (TM-SS, TM-RDS) 10" x 10" 11" x 11" 
Insulated Wall Thimble (TM-WT)  8 3/4" x 8 3/4" 10" x 10" 

Maximum Support capacity 
Ceiling Support (TM-CS) 15 12 
Round Support (TM-RDS) /  Square Support (TM-SS) 50 40 
Offset support (TM-OS) - Installed Horizontally or Inclined 4 4 
Offset support (TM-OS) - Installed Vertically 38 30 
Roof support (TM-SR) - Installed on Framing 50 40 
Roof support (TM-SR) - Installed on 3/4" plywood 23 18 
Adjustable Wall Support (TM-WS)  13 10 

Clearances 

Clearance to combustibles * * 
 

* As determined by the gas appliance specifications in its instruction manual. 
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Operation and Maintenance 
 
Initially inspect the vent system weekly. From this you will learn if your gas appliance needs fine tuning. KEEP YOUR 
VENT CLEAN. When using a Direct Vent gas appliance, we recommend that your vent system is examined annually by a 
qualified service company for the following: 
 
1. Verify the connection between the vent adapter and the appliance first joint. 
2. Ensure that every joint of the venting system is properly fastened and screwed with 3 screws (outer casing). 
3. Remove the termination cap to ensure that no obstruction could block the air intake and flue exhaust. 
4. Verify if there is sign of corrosion. 
5. Verify that supports, flashing and collar are properly in place. 

General Installation Notes 
 
1. EXCELDirect is a complete system, extending from the appliance to the outdoors. 
2. Each appliance must have its own separate EXCELDirect system. 
3. Choose a gas appliance that has a label of a recognized Testing Laboratory (such as WH, UL, ULC, CSA and OMNI). 
4. Install the gas appliance as described in the Installation Instructions accompanying the gas appliance. BE CERTAIN 

TO MAINTAIN THE REQUIRED CLEARANCES TO COMBUSTIBLE CONSTRUCTION. 
5. The maximum height of un-guyed vent above the roof is 5 feet. If you have more than 5 feet use the EXCEL Chimney 

Roof Brace (XM-ERB). 
6. Portions of the vent which extend through accessible spaces shall be enclosed in all cases to avoid personal contact 

with the vent and damage to the vent. 
7. DO NOT FILL THE AIR SPACE around the vent with insulation or any other material. Do not fill the factory built 

supports with insulation. Insulation placed in this area could cause adjacent combustibles to overheat. 
8. Do not allow sawdust or construction debris to accumulate around the vent. Clean all areas surrounding the vent 

before closing up any enclosed areas. 
9. In attics, clean the joist area around the vent before installing any type of supports.  
10. Horizontal venting termination shall not be recessed into a wall or siding. 
 

Planning your installation 
 
General 
 
Prior to starting your installation, we suggest you take the following into consideration: 
1.  There are two possible ways to connect a direct vent venting system to a gas appliance: 
  - The horizontal installation (through the wall); 
  - The vertical installation (through the roof). 
 Check the appliance manufacturer's installation instructions to see all possible vent configurations. 
2. Review all your options for the appliance location and also venting configuration. Try to minimize the alteration and 

reframing of structural components of the building (wall studs, water pipes, electrical wiring, ceiling joists, roof rafters, 
etc.). It may be easier to change the location of your appliance than to modify the building structure. 

3. Carefully read the appliance and the venting system instruction manuals. Good planning might save you time, work 
and money. 

4. Use only authorized EXCELDirect listed components unless compatibility with another brand is specified in the 
appliance manufacturer’s instructions. Do not use damaged parts. 

5. For a horizontal installation, you will have to take into consideration the distance between the gas appliance adapter 
to the wall, as well as the wall thickness and a vertical rise (if applicable). The horizontal vent termination on the 
exterior must be located in accordance with the Installation Codes and Regulations. See "horizontal and vertical 
terminal location" section on page 15. 

6. For a vertical installation, you must consider the distance between the gas appliance outlet and the ceiling, the ceiling 
thickness, the height of the attic or second floor and allow sufficient vent height above roof line. See Table 1 and 
Figure 12 in page 8. 

7. For two-story applications, firestops are required at each floor. If an offset is needed in the attic, additional lengths and 
elbows will be required. 

8. Contact your local building authority and/or fire officials for permits, restrictions and installation inspections. You may 
also wish to contact your house insurance representative. 
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Tool checklist  
 
Tools and equipment you may need for your installation. 
 

- Eye protection  
- Gloves 
- Tape Measure  
- Extension cord 
- Marking pencil  
- Nails 

- Stud sensor 
- Square 
- Circular saw 
- Hand saw 
- Drill  
- Drill bits 

- Keyhole saw 
- Ladder 
- Level 
- Pliers 
- Caulking gun 
- Hi temp. Silicone sealant 

- Hammer 
- Screwdrivers  
- Screws 
- Plumb Bob 
- Cold chisel 
 

 
Rules of Safety  
 
1. Wear gloves when handling metal parts with sharp edges. 
2. Wear safety glasses. 
3. Electrical tools must be grounded. 
4. If a ladder is required, it must be in good condition, installed on a firm surface, and leveled. 
5. When cutting a wall, floor or ceiling, be careful not to damage wiring, gas or water pipes. If these elements need to be 

relocated, work should be done by a qualified person.  
 

Assembling Notes 
 
Use of sealant 
 
The EXCELDirect inner liner has a factory installed high temperature gasket on each length that will make a sealed 
connection. It is not required to apply sealant on any inner liner joints. The outer casing has tapered friction seal. Sealant 
is not required either. 

Joint connection 
 

 
Figure 1 - Joint connection 

 

The EXCELDirect outer casing is tapered which make the 
connection really easy. Simply slide one length to the other 
and press firmly. The inner liner joint will be automatically 
sealed. Once the lengths are firmly joined, fasten the joint 
with the three #6 x 3/8" screws provided. The female side has 
pre-punched holes. See Figure 1. 

  

GasketGasket

Rubber tape

 
Figure 2 - Adjustable length 

 

 

The EXCELDirect adjustable length (TC-DLT or TC-DLTB) 
allows you an adjustment from 4 1/2" to 9 1/2". If you require 
installing an adjustable length, you will need to seal the outer 
casing with the black rubber tape included. Secure the 
adjustable length the same way as a regular length using 
three #6 x 3/8" sheet metal screws provided. See Figure 2. 
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Installation Instructions 
 

Horizontal Installation 
 

Horizontal Installation using a horizontal termination cap. 
 
Figure 3 shows typical horizontal installations. 

Length TC-DL and
Adjustable Length TC-DLT,
if required.

90° Elbow TE-DE

Trim Ring TM-TR

Wall Thimble TM-WT

Horizontal Termination
  TM-HT, TM-DHT

 
Figure 3 - Typical horizontal installations 

 
1. Determine the appliance and termination location that agrees with both the codes and appliance manufacturer’s 

requirements. See "Planning your installation" on page 3. 
2. Venting configurations are specific to each gas appliance. Manufacturer’s installation instructions will provide 

restrictions regarding maximum and minimum vent runs, number of elbows, as well as the relationships between 
lengths of vent run to vent rise.  

3. The EXCELDirect design fits most standard appliance outlet collars used in the market. Insert the first length on the 
appliance outlet and fasten it to the appliance using three #6 x 3/8" sheet metal screws provided. See appliance 
manufacturer’s requirements if sealant is required for the first length. 

4. Install and fasten additional remaining vent lengths. You may also need an adjustable length (TC-DLT or TC-DLTB).  
Secure the adjustable length the same way as a regular length and seal the outer casing with the rubber tape 
included.  

5. Locate the gas appliance into position and mark the dimensions of the opening to do on the wall: 8 3/4" x 8 3/4" for a 
4" diameter vent or 10" x 10" for a 5" diameter vent. See appliance manufacturer's installation instructions for exact 
insulated wall thimble clearance requirements. Cut and frame a hole in the interior and exterior wall making sure that 
the center of the hole is aligned with the center of the horizontal vent. Horizontal vent run must be leveled or have 1/4" 
rise per linear foot of run towards the termination. Never allow the vent to run downward. Frame the opening as per 
the dimensions mentioned above. 

6. Install both part of the Insulated Wall Thimble (TM-WT) and screw (or nail) them on the frame. The wall thimble is 
insulated and will provide 1" clearance to combustible material as the vent passes through the wall. The insulated part 
goes inside the house (see Figure 4). Seal the wall thimble perimeter of the exterior wall using high temperature 
silicone sealant to prevent water infiltration.  
Note: The wall thimble will fit wall thickness from 5 3/4" to 10 1/2". For wall thickness smaller than 5 3/4", cut both 
sleeves as required. Once installed, an overlap of 1" minimum is necessary. 
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INSIDE OUTSIDE

Seal with high temperature
sealant (around perimeter)

Insulation

 
Figure 4 - Insulated Wall Thimble Installation 

 

INSIDE OUTSIDE

Siding

Vinyl siding
standoff TM-VSS

 
Figure 5 - Vinyl standoff  

 
7. The horizontal termination includes an adjustable length which fits wall thickness from 7" to 10 3/4".  
8. From outside, fasten the horizontal termination (TM-HT or TM-DTH) using four #8 x 2" wood screws. An optional vinyl 

siding standoff (TM-VSS) shield is also available (Figure 5). Seal the horizontal termination perimeter using a silicone 
sealant to prevent water infiltration. 

9. From inside, pull the adjustable length to the outside of the wall thimble. Install the Trim Ring (TM-TR) if required. 
10. Fasten the adjustable length to the vent lengths using three #6 x 3/8" sheet metal screws provided. 
  

Horizontal Installation using a snorkel termination 
 
When the horizontal termination is too closed to the ground or a vertical rise is required, a 14" and a 36" tall snorkel 
terminations on the exterior wall are available. See Figure 6. 

Follow the same instructions as describe at the previous section on standard horizontal termination.   

If the base of the snorkel is below grade (i.e. basement installation), proper drainage is required to prevent water from 
entering in the snorkel. The buried section of the termination must be coated with tar to prevent corrosion. See Figure 7. 

Length TC-DL and
Adjustable Length
TC-DLT, if required

Trim Ring TM-TR

Snorkel
Termination
TM-ST

Foundation

Figure 6 - Snorkel above ground 

 
 

Trim Ring TM-TR

Length TC-DL and
Adjustable Length
TC-DLT, if required

Snorkel
Termination
TM-ST

Foundation

Apply tar

Gravel

Drain

12" min.

Figure 7 - Snorkel below ground 



 

EXCELDirect 7 Owner's Manual 

Vertical Installation 
 

Vertical installation - Straight 
 
Figure 8 shows typical inside installations with a vertical termination cap. 

Length TC-DL and
Adjustable Length
TC-DLT,
if required.

Trim Ring TM-TR

Ceiling Support / Firestop TM-CS

Flashing F, FA, FB

Vertical Termination TM-VT

Storm Collar  TM-SC

Gas stove
Gas Fireplace

Attic Radiation Shield /
Firestop TM-AS

 
Figure 8 - Fireplace and stove typical installation for one storey building 

 
1. Determine the appliance and termination location that agrees with both the codes and appliance manufacturer’s 

requirements. See "Planning your installation" section on page 3. 
2. Venting configurations are specific to each gas appliance. Manufacturer’s installation instructions will provide 

restrictions regarding maximum and minimum vent runs, number of elbows, as well as the relationships between 
lengths of vent run to vent rise.  

3. Locate the gas appliance into its final position. Hold a plumb bob from the ceiling moving it until it lines up with the 
centerline of the appliance outlet (or the first elbow if the appliance has a horizontal outlet). Mark the position on the 
ceiling. If the vent on the ceiling must pass at a different location, an offset on the vent lengths will then be required. 
Refer to the section "Elbows and Offsets" on page 9 to determine the vent required.  

4. Cut and frame a hole in the ceiling with the dimensions indicated on table "EXCELDirect Technical Specifications", 
page 2. Dimensions will be different as per the type of support used. See appliance manufacturer's installation 
instructions for exact clearance requirements. To cut the hole on the next floor or the roof, proceed as describe above 
with the plumb bob. 

5. The EXCELDirect design fits most standard appliance outlet collars used in the market. Insert the first length on the 
appliance outlet and fasten it to the appliance using three #6 x 3/8" sheet metal screws provided. See appliance 
manufacturer’s requirements if sealant is required for the first length. 

6. Install and fasten additional vent lengths to between 6" and 12" below the ceiling, before going to the next step. 
7. If a support is needed on the first floor, see section "Supports" on page 9 to choose the appropriate one from the 

selection proposed. The maximum support capacity is indicated on table "EXCELDirect Technical Specifications", 
page 2.  Important: A firestop is required at each floor, installed from below. 
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Figure 9 

Universal Support Collar

8. Measure the distance between the support and the last length, including the 1 1/2" 
overlap. Mark this distance to the length that will pass into the support. Pre-
assemble the support collar (for a 6 1/2" or 8" outer casing) as shown on the Figure 
9. Install the collar on the length of vent that will pass through the support and 
tighten the locking bolt at your mark. Fasten permanently the collar using three #6 x 
3/8" sheet metal screws provided. Install the vent length in the support and connect 
it to the length below using three #6 x 3/8" sheet metal screws provided. 

9. Proceed the same way if you have to pass through supports on other floors. 
10. At the attic level, if the vent is not enclosed, see the "Attic" section on page 12 for 

the installation alternatives offered to you. If the vent is enclosed in the attic, always keep 1" clearance to 
combustibles, unless the gas appliance manufacturer's installation instructions specified different clearances. See 
Figure 10. Alternatively to rigid vent lengths, the flexible length (TC- DLF) can also be used (Figure 11). A support 
must be installed after the flexible length. 

 

Trim Ring
TM-TR

Insulation

Offset Support
TM-OS

Enclosure
1"

Ceiling Support /
Firestop TM-CS
(if required)

Attic Radiation
Shield / Firestop
TM-AS

 
Figure 10 - Clearances 

 

Length TC-DL

Flexible Length
TC-DLF

Flexible Length
TC-DLF

Roof Support
TM-SR

Length TC-DL

Ceiling Support /
 Firestop TM-CS

Figure 11 - Flexible Length 
 
11. Continue adding vent lengths through the roof until the required vent height extends to a point above the roof which 

complies with local or national codes requirements and with the gas appliance manufacturer's installation instructions. 
See Figure 12 and Table 1. The maximum height of un-guyed vent above the roof is 5 feet. If you have more than 5 
feet use the EXCEL Chimney Roof Brace (XM-ERB). 

 

Table 1 - Minimum Recommended Vent Height 

Minimum Height (H) 
Roof Pitch 

Feet Meter 
Flat to 7/12 1' - 0" 0.3 
Over 7/12 to 8/12 1' - 6" 0.46 
Over 8/12 to 9/12 2' - 0" 0.61 
Over 9/12 to 10/12 2' - 6" 0.76 
Over 10/12 to 11/12 3' - 3" 0.99 
Over 11/12 to 12/12 4' - 0" 1.22 
Over 12/12 to 14/12 5' - 0" 1.52 
Over 14/12 to 16/12 6' - 0" 1.83 
Over 16/12 to 18/12 7'  -0" 2.13 
Over 18/12 to 20/12 7' - 6" 2.29 

H

 
 

Figure 12 - Roof Requirements Over 20/12 to 21/12 8' - 0" 2.44 
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12. If a Roof Support (TM-SR) is required, refer to the "Supports" section page 9 for its installation. 
13. Install the appropriate roof flashing (F, FA or FB) for your roof pitch: Seal the joint between the roof and the 

flashing with roofing tar or silicone sealant. For pitched roofs, place the flashing under the upper shingles and on 
top of the lower shingles - approximately half of the flashing should be under the shingles. Nail the flashing to the 
roof using roofing nails. Place the storm collar over the vent and the flashing. Tighten it in place. Caulk the joint 
between the vent and storm collar with silicone sealant. 

14. Install the vertical termination cap (TM-VT) to the top of the vent. Fasten it using three #6 x 3/8" sheet metal 
screws provided. 

Elbows and Offsets 
 
If the vent on the ceiling must pass at a different location, an offset on the vent lengths will then be required. Use the 
Table 2 and Figure 13 to determine the vent required. Whenever is possible, use 45° elbow instead of 90°. The 45° elbow 
offers less restriction than 90° elbow. 
 

Table 2 - Vent Offset Specifications 
Length between elbows Flue 

Ø Elbow Offset & 
Rise No 

Length 6" 12" 24" 48" 

Offset 4 3/8" 7 1/2" 11 3/4" 20 1/4" 37 1/4" 
45° 

Rise 10 1/2" 13 5/8" 17 7/8" 26 3/8" 43 3/8" 
Offset 10 3/4" 15 1/4" 21 1/4" 33 1/4" 57 1/4" 

4" 
90° 

Rise 10 3/4" 10 3/4" 10 3/4" 10 3/4" 10 3/4" 
Offset 4 7/8" 8" 12 1/4" 20 3/4" 37 3/4" 

45° 
Rise 11 3/4" 14 7/8" 19 1/8" 27 5/8" 44 5/8" 

Offset 12" 16 1/2" 22 1/2" 34 1/2" 58 1/2" 5" 
90° 

Rise 12" 12" 12" 12" 12" 

Offset

Rise

 
Figure 13 - Vent Offset 

Firestops 
 
A firestop is required on each floor, ceiling or wall. The only place where a firestop is not required is at the roof level. The 
EXCELDirect offers different types of firestops to fit all possible applications. 
-  On horizontal installation, the Insulated Wall Thimble (TM-WT) acts as a firestop (Figure 4). The round Trim Ring (TM-

TR) cannot be used as a firestop on horizontal installation because a wall thimble is required. It is used as a decorative 
trim. 

- On vertical installation the round Trim Ring (TM-TR), the Ceiling Support / Firestop (TM-CS), the Square Support / 
Radiation Shield (TM-SS), the Round Support / Radiation Shield (TM-RDS) and the Attic Radiation Shield / Firestop 
(TM-AS) can all be used as firestops.  

Supports 
 
EXCELDirect have many different supports to fit all possible applications. For convenience, some supports also act as 
firestops to optimize your installation. The section "EXCELDirect TECHNICAL SPECIFICATIONS" on page 2 shows the 
maximum support capacity table for each type of support. Here are different types of installation with supports. 
 
Ceiling Support/Firestop (TM-CS) 
  
The Ceiling Support/Firestop is the most common support. It can be used 
on any floor level. It is the perfect choice when a structure hides the venting 
system.  
To be used as a firestop, the Ceiling Support/Firestop shall be installed from 
below. To be used as a support, the Ceiling Support/Firestop shall be 
installed on the top of ceiling joist. 
The Figure 14 shows the Ceiling Support/Firestop installed as a support on 
the top of ceiling joist and the round Trim Ring (TM-TR) installed as a 
firestop (for gas stove application). Screw the support to the framed joist 
with four #8 x 1 1/2" wood screws or use four spiral nails, 2" long. 

Ceiling Support /
Firestop TM-CS

Trim Ring TM-TR
(or TM-CS without
universal support
collar)

 
Figure 14 - Ceiling Support/Firestop 
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Round Support/Radiation Shield (TM-RDS) and Square Support/ Radiation Shield (TM-SS)  
 
The Round Support/Radiation Shield and Square Support/Radiation Shield are used when the venting system is not 
enclosed and a visual effect is needed (basically for stove application). It is an alternative to the previous installation 
(Figure 14). These supports are installed from below. The Figure 15 shows an installation with the round or square 
support. Screw the support to the framed joist with four #8 x 1 1/2" wood screws or use four spiral nails, 2" long. The 
support projects below the ceiling for a visual effect into the room. Place the Finish Trim around the support and fasten it 
to the ceiling using the screws provided. 
Note: When the Round Support/Radiation Shield is used, the frame in the ceiling can be square as previously described, but the gyps cut in a circle.  
 
As shown on Figure 16, the Square Support/Radiation Shield is also the perfect choice for cathedral ceilings. From below, 
push the support into the framed hole. Screw the support to the framed joist with four #8 x 1 1/2" wood screws or use four 
spiral nails, 2" long. Place the two parts of the Finish Trim around the support and fasten it to the ceiling using the four 
screws provided. The support must project below the ceiling a minimum of 1/4" into the room.  
 
The Round Support/Radiation Shield (TM-RDS) and Square Support/Radiation Shield (TM-SS) can be installed on two 
different ways: 
- Screwed or nailed directly on the joist as described above; 
- Supported by brackets as shown on Figure 18 if it is more convenient. 
 

 
 

Length TC-DL

Round Support /
Radiation Shield
TM-RDS
(or Square Support 
Radiation Shield
TM-RSS)

Finish Trim

Joist

Screws or nails

 
Figure 15 

Round & Square Support / 
Radiation Shield 

 

Length
TC-DL

Finish
Trim

Square Support /
Radiation Shield
TM-RSS)

Flashing
FA, FB

Vertical
Termination
TM-VT

Storm Collar
TM-SC

Joist

Screws or nails

 
Figure 16 

Square Support / Radiation Shield

 

 
Figure 17 

Round & Square Support / 
Radiation Shield 

 
 
Adjustable Wall Support (TM-WS) 
 
This support (Figure 18) is used when you are going up close to a long vertical run or 
close (before or after) to an offset.  
1. Pre-assemble the universal support collar. The universal support collar is adjustable 

for the 6 1/2" or 8" outside vent casing.  
2. Install the wall support on the vent. Tighten the collar locking bolt just enough to 

hold the wall support in place. 
3. Fasten the wall support brackets to the vertical wall in a convenient location. First, 

drive two #8 x 1 1/2" or larger screws into the slotted holes. When you are certain of 
the bracket locations use two #8 x 1 1/2" or larger screws in the round holes to 
firmly attach the brackets in place. Insure that screws are solidly fastened to the 
wall structure. The wall support brackets are slotted to allow them to adjust in and 
out. Adjust the brackets so that the vent is parallel to the wall at a clearance of 1", 
or at a clearance specified by the appliance manufacturer's installation instructions. 

4. Tighten the universal support collar around the vent, and then secure it using three 
#6 x 3/8" screws provided. 

 
The Adjustable Wall Support can also be used to support horizontal run of venting. 

 
 

Figure 18 
Adjustable Wall Support 
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Offset Support (TM-OS) 
 
When an offset is necessary in a vertical venting system (Figure 19), it is 
important to support the vent to avoid excessive stress on elbows.  
1. Pre-assemble the universal support collar as shown for the right vent 

size. The collar is adjustable for the 6 1/2" or 8" outside vent casing.  
2. Install the universal support collar on the vent. Tighten the collar locking 

bolt just enough to hold the collar in place. 
3. Fasten the strapping to the structure using two #8 x 1 1/2" or larger 

screws on each straps. See drawing 20. 
4. Tighten the universal support collar around the vent then secure it using 

three #6 x 3/8" screws provided. 
 
The Offset Support can also be used to support horizontal run of venting. 

Offset
Support
TM-OS

 
Figure 19 - Offset Support 

 
 
 
 
Roof Support (TM-SR) 
 
The roof support may be used to support the venting system on a flat or 
inclined roof. See Figure 20. 
1. Pre-assemble the support collar for the right vent size. The collar is 

adjustable for the 6 1/2" or 8" outside vent casing. Install the support 
brackets loosely on the collar with the butterfly screws. 

2. Slide it on the vent lengths protruding from the roof. Tighten the collar 
locking bolt. 

3. Center the vent in the roof joist and fasten the two support brackets to 
the structure using three #8 x 1 1/2" or larger screws on each support 
bracket. 

 

Roof
Support
TM-SR

 
Figure 20 - Roof Support 
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Attic 
 
If the vent is not enclosed in the attic, the following three alternatives of installation are offered to you: 
 

Alternative 1 
 
Round Trim Ring (TM-TR) installed as a firestop 
on the ceiling and the Ceiling Support/Firestop 
(TM-CS) in the attic as shown in Figure 21. 
This installation is normally used when the vent is 
enclosed in the attic, but only if the insulation in 
the attic doesn't exceed the frame level. It is an 
acceptable installation. 

Ceiling Support /
Firestop TM-CS

Trim Ring TM-TR

Joist

 
Figure 21 - Attic installation (alternative 1) 

 

Alternative 2 
 
Round Support/Radiation Shield (TM-RDS) or Square 
Support /Radiation Shield (TM-SS). The storm collar (TM-
SC) is to be added to cover the shield to prevent loose fill 
insulation type to touch the vent. See Figure 22. 
 

Loose fill
Insulation

Length TC-DL

Joist

Attic space

Storm Collar
TM-SC

Finish Trim

Round Support /
Radiation Shield
TM-RDS
(or Square Support /
Radiation Shield
TM-RSS)

Room space

Screws or nails

 
Figure 22 - Attic Installation (alternative 2) 

 

Alternative 3 
 
Attic Radiation Shield/Firestop (TM-AS) installed from 
below the ceiling if no support is required, as shown on 
Figure 23. The storm collar (TM-SC) is to be added to 
cover the shield to prevent loose fill insulation type to touch 
the vent.  
The Trim Ring (TM-TR) can be added in case of stove 
application. 
There is no support on this alternative. Length TC-DLTrim Ring TM-TR

(optional)

Joist

Loose fill
Insulation

Attic space

Storm Collar
TM-SC

Room space

Attic Radiation
Shield / Firestop
TM-AS

 
Figure 23 - Attic Installation (alternative 3) 
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Vertical Installation - Collinear to Coaxial venting system 
 
This application is normally used for appliance (normally gas inserts) having 3" collinear outlets. Always refer to the 
manufacturer's Installation instructions for approval. The figures on next page show a typical connection of EXCELDirect 
collinear system inside a masonry chimney. The Collinear to Coaxial Termination Adapter (TM-4CTA) and the Coaxial to 
Collinear Appliance Adapter (TM-4CAA) are needed for this application. The locking bands to secure the flex liners are 
included. 
The concept of this installation is to run two listed 3" flex liners inside the existing masonry chimney and have 
EXCELDirect components on both ends as required to complete the system.  
 
Note:  The inside dimensions of the masonry chimney must be big enough to accommodate the two 3" flex liner (typically 

7" I.D., 6"x6", etc). The interior of the existing chimney needs to be completely cleaned of soot and creosote. Have 
the masonry chimney inspected by a qualified technician (sweep, building inspector, etc.) for structural integrity. 

 
1. To determine the length of flex liner required, measure the distance between the top of chimney (flashing) to the gas 

appliance. Cut two lengths of listed flex pipe to this length. The flex should already be extended to its normal length.  
 
2. One by one, slide the two flex liners down through the masonry chimney. To ease the installation, you may want to 

attach a rope at one end of each flex liner or use a flex puller. See Figure 24. One person feeds the flex down from 
the top and another person carefully pulls down the flex from the bottom. Be careful when you pass through the 
damper not to damage the flex liner. If you have to join two lengths of flex liner together, use the Flex Liner Connector 
(TM-CFAA3) as shown on Figure 26. 

 
3. After carefully feeding the flex liner down the chimney to the bottom, form an angle to line up the flex liner with the 

vent opening on the gas appliance. It is important not to let the flex liner sag below the level at which it will connect to 
the gas appliance or adapter. This could allow hot gas to become trapped and potentially become a fire hazard. The 
flex liner path should always be sloped up toward the termination cap. 

 
4. At the top, secure the masonry chimney flashing (TM-4MF) on the top of masonry chimney with a bead of silicone 

sealant and masonry bolts (Figure 25). If the flashing extends the size of the chimney, you may have to cut and fold it 
as needed.  

 
5. Attach the two flex liner ends at the top of the chimney to the Collinear to Coaxial Termination Adapter (TM-4CTA). 

On the flue, use high temperature sealant (such as Mill-Pac, not provided) to seal the flex liner. Secure the system 
with the locking band provided and the three #8 x 3/4" sheet metal screws provided. Unless it is specified in the 
appliance manufacturer's installation instructions, sealant is not required for the air intake side. See Figure 25. 

 
6. Slide the Collinear to Coaxial Termination Adapter (TM-4CTA) over the flashing (Figure 25) and secure the adapter 

using three #8 x 1/2" sheet metal screws provided.  
 
7. Install the Vertical Termination Cap (TM-VT) to the Collinear to Coaxial Termination Adapter (Figure 25). Fasten it 

using three #8 x 1/2" sheet metal screws provided. 
 
8. Depending upon the type of connection your appliance has, it will require you to connect the two flex liners directly to 

the appliance or use the Coaxial to Collinear Appliance Adapter (TM-4CAA). See Figure 26.  
a. For the flex liner connection, attach the two flex liners to the two outlets at the back of the appliance. See the 

appliance manufacturer's installation instructions for connection details. On the flue, use high temperature sealant 
(such as Mill-Pac, not provided) to seal the joint. Unless it is specified in the appliance manufacturer's installation 
instructions, sealant is not required for the air intake side. 

b. For the Coaxial to Collinear Appliance Adapter, install the adapter to the appliance. The EXCELDirect design fits 
most standard appliance outlet collars used in the market. Fasten the adapter to the appliance using three #6 x 3/8" 
sheet metal screws provided. See appliance manufacturer’s requirements if sealant is required for the first length. 
Connect the two flex liners to the adapter and secure them using the locking bands and the three #8 x 3/4" sheet 
metal screws provided. On the flue, use high temperature sealant (such as Mill-Pac, not provided) to seal the joint. 
Unless it is specified in the appliance manufacturer's installation instructions, sealant is not required for the air 
intake side. In either case, make sure the flex liner doesn't sag behind the appliance.  

 
9. Move the gas appliance to its final position. 
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Flex
puller

Flex liner

 
Figure 24 

Slide liner into masonry chimney 

 

Vertical
Termination
TM-VT

Collinear to Coaxial
Termination Adapter
TM-4CTA

Masonry Chimney
Flashing TM-4MF

Apply bead
of silicone
sealant

Apply Mill-Pac
sealant on flue

 
Figure 25 - Vertical Installation - Collinear to Coaxial Venting System 
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Figure 26 - Appliance connection method for collinear installation 
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Horizontal and vertical termination location 
 

A

C

B

D E
G F

I

H
H

M

J KB
L

N

 
Figure 27 - Horizontal and vertical termination location 

 
 INSTALLATION  
 CANADIAN 1 U.S.A 2  
A 12 in. (30 cm) 12 in. (30 cm) Clearance above grade, veranda, porch, deck, or balcony. 
B 12 in. (305 mm)3 9 in (23 cm)4 Clearance to a window or door that may be opened. 
C 12 in. (30 cm)5 12 in. (30 cm)5 Clearance to a permanently closed window. 

D 18 in. (45 cm) 18 in. (45 cm) 
Clearance to a ventilated soffit located above the 
termination within a horizontal distance of 2 feet from the 
center-line of the termination. 

E 12 in. (30 cm) 12 in. (30 cm) Clearance to an unventilated soffit. 
F Clearance to an outside corner. 
G 

As tested by appliance Manufacturer 
Clearance to an inside corner. 

H 36 in. (90cm) 36 in. (90cm)6 
Clearance to each side of the centerline extended above 
the meter/regulator assembly to a maximum vertical 
distance of 15 feet. 

I 36 In. (90cm) 36 In. (90cm)6 Clearance to service regulator vent outlet 

J 12 in. (30 cm) 12 in. (30 cm) Clearance to a non-mechanical air supply inlet to the 
building or the combustion air inlet to any other appliance 

K 6 feet (1.83m) 6 feet (1.83m) Clearance to a mechanical air supply inlet 

L 7 feet (2.13m)7 7 feet (2.13m)6 Clearance above a paved sidewalk or a paved driveway 
located on public property. 

M 12 in. (30 cm)8 12 in. (30 cm)6 Clearance under a veranda, porch, deck or balcony. 
N --- --- Refer to Figure 12 and Table 1 on page 8 

 

1: In conformity with the current Natural Gas and Propane Installation Code, CAN/CSA B149.1. 
2: In conformity with the current National Fuel Gas Code, ANSI Z223.1. 
3: 6 in. (15cm) for an appliance ≤ 10 000 BTU/h (3 Kw), 12 in. (30cm) for an appliance > 10 000 BTU/h (3 Kw) and ≤ 100 000 BTU/h (30 Kw), 36 in. 

(90cm) for an appliance > 100 000 BTU/h (30 Kw). 
4: 6 in. (15cm) for an appliance ≤ 10 000 BTU/h (3 Kw), 9 in. (23cm) for an appliance > 10 000 BTU/h (3 Kw) and ≤ 50 000 BTU/h (15 Kw), 12 in. 

(30cm) for an appliance > 50 000 BTU/h (15 Kw). 
5:  Recommended to prevent condensation on windows and thermal breakage. 
6: This is a recommended distance. For additional requirements, check local code. 
7: A vent shall not terminate above a sidewalk or paved driveway that is located between two single family dwellings and serves both dwellings. For 

additional requirements, check local code. 
8: Only permitted if veranda, porch, deck, or balcony is fully open on a minimum of 2 sides beneath the floor. 
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EXCELDirect  -  Parts List 
 

Component Name Ø4" I.D 
Ø 6 1/2" O.D 

Ø5" I.D. 
Ø8" O.D Supplementary Details 

Lengths    
6" Length, Galvalume TC-4DL6 TC-5DL6 --- 
6" Length, Black TC-4DL6B TC-5DL6B --- 
12" Length, Galvalume TC-4DL1 TC-5DL1 --- 
12" Length, Black TC-4DL1B TC-5DL1B --- 
24" Length, Galvalume TC-4DL2 TC-5DL2 --- 
24" Length, Black TC-4DL2B TC-5DL2B --- 
48" Length, Galvalume TC-4DL4 TC-5DL4 --- 
48" Length, Black TC-4DL4B TC-5DL4B --- 
Flexible Length, 36” TC-4DLF TC-5DLF --- 
12" Adjustable Length, Galvalume TC-4DLT TC-5DLT --- 
12" Adjustable Length, Black TC-4DLTB TC-5DLTB --- 
Elbows    
45º, Elbow, Galvalume TE-4DE45 TE-5DE45 --- 
45º, Elbow, Black TE-4DE45B TE-5DE45B --- 
90º, Elbow, Galvalume TE-4DE90 TE-5DE90 --- 
90º, Elbow, Black TE-4DE90B TE-5DE90B --- 
Supports & Firestops    
Square Support / Radiation Shield * TM-4SS TM-5SS --- 
Round Support / Radiation Shield ** TM-4RDS TM-5RDS --- 
Ceiling Support / Firestop TM-4CS TM-5CS --- 
Offset Support TM-OS --- 
Roof Support TM-SR --- 
Adjustable Wall Support TM-WS --- 
Insulated Wall Thimble TM-4WT TM-5WT --- 
Trim Ring, Black TM-4TR TM-5TR --- 
Attic Radiation Shield / Firestop TM-4AS TM-5AS --- 
Terminations    
Horizontal Termination TM-4HT TM-5HT --- 
Deluxe Horizontal Termination TM-4DHT TM-5DHT --- 
Vertical Termination TM-4VT TM-5VT --- 
14" Snorkel Termination TM-4ST14 TM-5ST14 --- 
36" Snorkel Termination TM-4ST36 TM-5ST36 --- 
Flashing and collar    
Flat Flashing TF-4F XF-6EF Includes storm collar 
Flashing  0/12 – 7/12 TF-4FA XF-6EFA Includes storm collar 
Flashing  8/12 – 12/12 TF-4FB XF-6EFB Includes storm collar 
Masonry Chimney Flashing TF-4MF --- --- 
Storm collar TM-SC --- 
Accessories    
Restrictor Disk TM-4RD --- --- 
Vinyl Siding Standoff TM-VSS --- 
Coaxial to Collinear Appliance Adapter TM-4CAA --- --- 
Collinear to Coaxial Termination Adapter TM-4CTA --- --- 
Flex Liner Connector (3” Ø) TM-CFAA3 --- 

 
*  Order the Excel Chimney Square Support Extension (6ESSE for 4” Ø ; 7ESSE for 5” Ø) if required. 
** Order the Excel Chimney Round Support Extension (6ERDSE for 4” Ø ; 7ERDSE for 5” Ø) if required.
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LIMITED LIFETIME WARRANTY ICC EXCELDirect Venting System 

 
 
ICC warrants its EXCELDirect venting system components to be free from functional failure due to defects in material or 
workmanship for as long as the original consumer owns the vent system. This warranty provides for replacement of any 
vent components which fails as a result of normal use on a residential appliance. This warranty does not cover smoke 
damage or damage caused to the building by chimney fires or misuse of the product.  
  
No claims under this warranty will be honored unless ICC is notified of the potential claim and is given the opportunity to 
have one of its agents examine the vent system prior to replacement. 
  
ICC will only be responsible for repair or replacement of any vent found to be defective under this warranty. In no event 
shall ICC be responsible for any incidental or consequential damage caused by defects in the EXCELDirect venting 
system. 
  
During the first five years of the warranty ICC will provide replacement vent lengths at no charge. During the balance of 
the warranty ICC will provide replacement vent lengths at 50% of the current retail price at the time of the warranty claim. 
  
ICC will not be responsible for labor of any kind required in the removal or replacement of an EXCELDirect system 
replaced under this warranty. 
  
This venting system is designed to vent residential Gas-Fired Direct Vent gas appliances which are certified for use with 
the EXCELDirect venting system. This warranty is void if the venting system is used in an application for which it is not 
designed. 
  
The EXCELDirect venting system must be installed according to the Installation Instructions included with every system at 
the time of purchase. If you do not have a set of installation instructions they are available free upon request.  This 
warranty is void if the venting system is not installed according to the installation instructions. 
  
This warranty may not be extended or modified by our agents or representatives.  This warranty is in lieu of all other 
express warranties or guarantees, of any kind. 
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GARANTIE À VIE LIMITÉE 

ICC SYSTÈME D’ÉVACUATION EXCELDirect 

ICC garantit ses composants du système d’évacuation EXCELDirect contre toute défaillance fonctionnelle résultant de 
défectuosités du matériel ou de fabrication pour aussi longtemps que le propriétaire original possède le système d’évent. 
Cette garantie assure le remplacement des composants du système d’évent qui s'avéreraient défectueux, suite à une 
utilisation normale avec des appareils résidentiels. Cette garantie ne couvre pas les dommages de fumée ou les 
dommages causés au bâtiment par les feux de cheminée ou l’usage abusif du produit. 
 
Selon les dispositions de la présente garantie, aucune réclamation ne sera honorée à moins que ICC ne soit avisée d’une 
réclamation éventuelle et que ICC n'ait l’occasion, avant le remplacement, d'envoyer un de ses agents examiner le 
système d’évent au préalable. 
 
ICC ne sera responsable que des réparations ou du remplacement de tout composant qui s'avérera défectueux, selon les 
dispositions de la présente garantie. En aucun cas, ICC ne pourra être tenue responsable de quelque dommage que ce 
soit, accidentel et subséquent, causé par des défectuosités du système d’évacuation EXCELDirect. 
 
Durant les cinq premières années de la garantie, ICC réparera ou remplacera sans frais les longueurs défectueuses du 
système d’évent. Pour le reste de la période de la garantie, ICC remplacera des longueurs du système d’évent à 50% du 
prix de détail courant au moment de la réclamation. 
 
ICC n'assumera aucune responsabilité pour les frais de main-d’œuvre de quelque nature que ce soit, requis pour 
l’enlèvement ou au remplacement d’un système EXCELDirect, remplacé selon les dispositions de la présente garantie. 
 
Ce système d’évacuation est conçu pour évacuer les gaz des appareils à gaz à évacuation directe résidentiels qui sont 
homologués pour être utilisés avec le système d’évacuation EXCELDirect. La présente garantie sera nulle et non avenue 
si le système d’évacuation est utilisé à une fin à laquelle elle n’est pas destinée. 
 
Le système d’évacuation EXCELDirect doit être installé conformément aux directives d’installation incluses avec chaque 
système, au moment de l’achat. Si vous n’avez pas reçu un exemplaire de la notice d’installation, elle vous sera offerte 
gratuitement sur demande. La présente garantie est nulle et non avenue si le système d’évent n’est pas installé 
conformément aux directives d’installation. 
 
La présente garantie ne peut pas être prolongée ou modifiée par nos agents ou représentants. Cette garantie a 
préséance sur toute autre garantie de quelque nature que ce soit. 
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EXCELDirect - Liste des pièces 
 

Nom de la pièce Ø4" D.I. 
Ø 6 1/2"D. E. 

Ø5" D.I. 
Ø8" D.E. Détails supplémentaires 

Longueurs    
6" Longueur, galvalume TC-4DL6 TC-5DL6 --- 
6" Longueur, noire TC-4DL6B TC-5DL6B --- 
12" Longueur, galvalume TC-4DL1 TC-5DL1 --- 
12" Longueur, noire TC-4DL1B TC-5DL1B --- 
24" Longueur, galvalume TC-4DL2 TC-5DL2 --- 
24" Longueur, noire TC-4DL2B TC-5DL2B --- 
48" Longueur, galvalume TC-4DL4 TC-5DL4 --- 
48" Longueur, noire TC-4DL4B TC-5DL4B --- 
36” Longueur flexible TC-4DLF TC-5DLF --- 
12" Longueur télescopique, galvalume TC-4DLT TC-5DLT --- 
12" Longueur télescopique, noire TC-4DLTB TC-5DLTB --- 
Coudes    
Coude 45º, galvalume TE-4DE45 TE-5DE45 --- 
Coude 45º, noir TE-4DE45B TE-5DE45B --- 
Coude 90º, galvalume TE-4DE90 TE-5DE90 --- 
Coude 90º, noir TE-4DE90B TE-5DE90B --- 
Supports et Coupe-feu    
Support carré / Coupe-feu radiant * TM-4SS TM-5SS --- 
Support rond / Coupe-feu radiant ** TM-4RDS TM-5RDS --- 
Support pour plafond / Coupe-feu TM-4CS TM-5CS --- 
Support de déviation TM-OS --- 
Support de toit TM-SR --- 
Support mural ajustable TM-WS --- 
Coupe-feu mural isolé  TM-4WT TM-5WT --- 
Anneau de finition, noir TM-4TR TM-5TR --- 
Coupe-feu radiant d’entretoit TM-4AS TM-5AS --- 
Chapeaux    
Chapeau horizontal  TM-4HT TM-5HT --- 
Chapeau horizontal de luxe  TM-4DHT TM-5DHT --- 
Chapeau vertical  TM-4VT TM-5VT --- 
Chapeau périscope 14" TM-4ST14 TM-5ST14 --- 
Chapeau périscope 36" TM-4ST36 TM-5ST36 --- 
Solins et collet    
Solin plat TF-4F XF-6EF Le collet de solin est inclus  
Solin 0/12 – 7/12 TF-4FA XF-6EFA Le collet de solin est inclus  
Solin 8/12 – 12/12 TF-4FB XF-6EFB Le collet de solin est inclus  
Solin de cheminée de maçonnerie TF-4MF --- --- 
Collet de solin TM-SC --- 
Accessoires    
Disque restricteur TM-4RD --- --- 
Protecteur de vinyle TM-VSS --- 
Adaptateur pour appareil de coaxial à 
colinéaire  TM-4CAA --- --- 

Adaptateur pour chapeau de colinéaire à 
coaxial  TM-4CTA --- --- 

Raccord de gaine flexible (3” Ø) TM-CFAA3 --- 
 

* Commandez le prolongement de support carré EXCEL (6ESSE pour 4” Ø ; 7ESSE pour 5” Ø) si nécessaire. 
** Commandez le prolongement de support rond EXCEL (6ERDSE pour 4” Ø ; 7ERDSE pour 5” Ø) si nécessaire.
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Emplacements des chapeaux horizontal et vertical  
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Figure 27 – Emplacements des chapeaux horizontal et vertical  
 

 
 INSTALLATION  
 CANADA 1 É.-U. 2  

A 12 po (30 cm) 12 po (30 cm) Dégagement au-dessus d’une véranda, d’un porche, d’un patio ou 
d’un balcon. 

B 12 po (305 
mm)3 9 po (23 cm)4 Dégagement à une fenêtre ou une porte que l’on peut ouvrir. 

C 12 po (30 cm)5 12 po (30 cm)5 Dégagement à une fenêtre fermée en permanence. 

D 18 po (45 cm) 18 po (45 cm) Dégagement à un soffite ventilé situé au-dessus du chapeau et à 
une distance horizontale de 2 pieds du centre du chapeau. 

E 12 po (30 cm) 12 po (30 cm) Dégagement à un soffite non ventilé. 
F Dégagement à un coin extérieur. 
G 

Selon les essais du manufacturier de 
l’appareil Dégagement à un coin intérieur. 

H 36 po (90cm) 36 po (90cm)6 
Dégagement de chaque côté de la ligne centrale prolongée au-
dessus d’un compteur ou d’un régulateur jusqu’à une distance 
verticale maximale de 15 pieds. 

I 36 po (90cm) 36 po (90cm)6 Dégagement à une sortie du régulateur de service 

J 12 po (30 cm) 12 po (30 cm) Dégagement à une entrée d’air non mécanique à l’édifice ou à 
l’entrée d’air comburant de tout autre appareil 

K 6 pi (1,83m) 6 pi (1,83m) Dégagement à une sortie d’air mécanique. 

L 7 pi (2,13m)7 7 pi (2,13m)6 Dégagement au-dessus d’une allée pavée ou d’un trottoir pavé 
situé sur une voie publique. 

M 12 po (30 cm)8 12 po (30 cm)6 Dégagement sous une véranda, un porche, un patio ou un balcon. 
N --- --- Consultez la Figure 12 et la Table 1 à la page 8 

 

1: En conformité avec le Code d'installation du gaz naturel et propane, CAN/CSA B149.1 actuel. 
2: En conformité avec le National Fuel Gas Code, ANSI Z223.1 actuel. 
3: 6 po (15cm) pour un appareil ≤ 10 000 BTU/h (3 Kw), 12 po (30cm) pour un appareil > 10 000 BTU/h (3 Kw) et ≤ 100 000 BTU/h (30 Kw), 36 po 

(90cm) pour un appareil > 100 000 BTU/h (30 Kw). 
4: 6 po (15cm) pour un appareil ≤ 10 000 BTU/h (3 Kw), 9 po (23cm) pour un appareil > 10 000 BTU/h (3 Kw) et ≤ 50 000 BTU/h (15 Kw), 12 po (30cm) 

pour un appareil > 50 000 BTU/h (15 Kw). 
5:  Recommandé pour prévenir la condensation dans les fenêtres et la rupture thermale. 
6: Ceci est une distance recommandée. Pour toutes autres exigences, consultez les normes locales. 
7: Un évent ne doit pas se terminer directement au-dessus d’une allée pavée ou d’un trottoir situé entre deux habitations unifamiliales et desservant 

ces deux habitations. Pour toutes autres exigences, consultez les normes locales. 
8: L’installation n’est permise que si la véranda, le porche, le patio ou le balcon a au moins 2 côtés entièrement ouverts sous le plancher. 


